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R-49 FIBERGLASS, BLOWN
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FELT PAPER

/2" O3B SHEATHING
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EXTERIOR WALL MATERIALS;

ENERGY CODE NOTE:

CONTRACTOR AND SUB-CONTRACTOR ARE

RESPOSIBLE FOR COMPLIANCE OF THE CURRENT

CODE AS REQUIRED.

). INTERIOR VAPOR. RETARDER ON INSULATED CEILINGS, WALLS
AND FLOORS.

2. CONTINIOUS AIR BARRIER AT ALL PLUMBING AND HEATING
PENETRATIONS.

3. FIRE STOPS MUST BE INSTALLED TO BLOCK AIR MOVEMENT
INTO ATTIC.

4. PENETRATIONS IN THE BUILDING ENEVELOPE FOR ELECTRICAL
AND TELECOMMICATIONS (EXCEPT FOR ELECTRICAL BOXES AND FAN HOUSINGS)
MUST BE SEALED TO PREVENT AIR LEAKAGE.

5. WIND WASH BARRIER REQUIRED AT THE EXTERIOR EDGE OF
ATTIC INSULATION,

6. WIND WASH BARRIER REQUIRED AT OVERHANG SUCH AS
CANTILEVERED FLOORS AND BAY WINDOWS.

7. WINDOW AND DOOR FRAMES MUST BE SEALED.

8. ALL EXTERIOR JOINTS THAT MAY BE A SOURCE OF AR
INTRUSION MUST BE SEALED.

9. RIM JOISTS MUST BE SEALED TO PREVENT AIR LEAKAGE,

10. TOPS OF INTERIOR PARTITION WALLS MUST BE SEALED TO PREVENT
AIR LEAKAGE.

I 1. ELECTRICAL BOXES AND FANS MUST BE SEALED TO PREVENT
AIR LEAKAGE.

12, BETWEEN WALL ASSEMBLIES RIM JOISTS, AND FOUNDATIONS
MUST BE SEALED TO PREVENT AIR LEAKAGE.

13. A MECHANICAL VENTILATION SYSTEM WHICH REPLACES, BY
DIRECT OR INDIRECT MEANS, AIR FROM HABITABLE ROOMS

WITH OUTDOOCR AIR (THIS WOULD ALLOW EXHAUST ONLY. AIR EXCHANGER
OR HEAT RECOVERY VENTILATOR-HRV)

14. DIRECT VENT,POWER VENT, OR SEALED COMBUSTION
FURNACE, WATER HEATER, OR GAS FIREPLACE,

1 5. IF ANY SINGLE EXHAUST DEVICE (E.G. KITCHEN FAN OR DRYER)
OVER 300 CFM (S INSTALLED. A SEALED COMBUSTION FURNACE
MUST BE USED OR AN ALTERNATIVE MAKE UP AR SOURCE

MUST BE USED.
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